Weather

station
2x2x0.8
max. 30m
optional

Evaluation

electronics
3x152

Mains ——

230V AC/50Hz

Max. number of motors depending on centre type

. optional:

. - Rain sensor

© - Wind sensor

- - Wind direction sensor

- various connection options
- see installation
- instructions 135930 (DE)

: Adjustments reguired
. by the software

Mains

optional
230V AC/50Hz

[mportant installation rules for the user|

Laying lines and connections only by
authorised electric company.

We will not assum guarantee or services
for combinations with outside products.

Duringinstallation, the pertinent rules, especially

VDE 0833/0815, must be observed. The utilised cable
type must be determined together with the local
acceptance autharities, use fire protection cable
(E30 bzw., E90). if necessary.

Protect the device from construction dirt
and spurts of water
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keine Anspriiche, gleich welcher Art, einschliefilich Schadenersatzanspriiche, abgeleitet und gegen GEZE gel
EEentum und ist Dritten nur fir die Vertragsdauer zur Benutzung iberlassen. Samtliche sich aus der Zeichnuni
?hZEdzu. ‘Ohne vorherige Zustimmung von GEZE darf diese Zeichnung weder vervielfdllig noch Dritten zugdnglic]

is drawint

stand des Zeichnungsdatums bzw. der letzten AnderungEseinfra?tun% Aus dﬁl; Bengltzurb? der Zeichnun
end gemacht werden. Die

LTA- Ventilatar button

LTA-24, (without LED) any number
LTA-24-AZ, max. 3 pieces

per DM/DME

kénnen

Zeichnung bleibt unser
ergebenden Anspriiche stehen ausschlieflich
gemacht werden.
shaws the actual state of product development at the ‘dote of the drawing or the revision date. No claims or damages in any form can bei made

@ 3 x..nm? without GN/YE for standard drives and IQ windowdrives
without difference between ventilation- and smoke and heat extraction-mode

4 x..mm2 without GN/YE for 1Q windowdrives with difference

between ventilation- and smoke and heat extraction-mode
Line cross section for 24V motor capacity
must be calculated depending on the line

length.

Cable cross section (min. 152

Cable cross section =

Overall power of
Cable length * all drives

Central button
optional

' 6htinnul optional optional optional optional optional
signal contact signal contact signal contact signal contact signal contact signal contact
2x2x0.8
Smoke detector Type RM 1003 - 24V DC and/or —— — —— Smoke detector Type RM 1003 - 24V DC and/or — —— —
head difference activator Type WM 1005 - 24V DC 2%08 with screen head difference activator Type WM 1005 - 24V DC 2x0.8 with screen
‘Er'—‘ﬁ'—'_ﬁ max. 400m 2x2%0,8 2x2x0.8 2x2x0,8 ‘E—'—‘Er'—'—ﬁ max. 400m 2x2x0,8 2x2x0,8 2x2x0,8
max. 10 pieces line last motor last motor last motor max. 10 pieces in line last motor last mator last motor
Fire buttan FT4/24V DC - VdS 4x2x08 vith screen —| Motor —Motor —|Motor Fire button FT4/24V DC - VdS 4x2x08 ith screen —|Motor —|Motor —|Motor
e lton P | 24V DC 24V DC 24V 0C Adjsinents regired [ T 24V DC 24v DC 24V DC
max. 400m by the software max. 400m
22x08 junction
© o @‘:’ o o Ho e oHo 1st motor 1st motor 1st motor -infl:)‘ e o gvc' e o 8o 1o o fo 1st motor 1st motor 1st motor g‘ee#srop;?
m % ﬁﬂl | __|Motor | __|Motor | __[Motor 28 @ i ﬁﬂl | __|Motor | __[Motor | __[Motor
24V DC 24V DC 24V DC 24V DC 24V DC 24V DC BXZX%O
max. 200m
max. 10 pieces in line into max. 10 pieces in line
® D ) 2208 ® ) ®
info
Remate inifiation BMZ (line2) 2x08 Remote tripping BMZ (Line 208 l
Contact closure required max. 400m | contact closure reguired max. 400m | |
Power
MBZ300 | supply M DM/ DM DM ERM SM DM DM DM WM
DME optional
motor motor- motor- 6x Relais motor- motor- motor- optional
line 1 line 2 line3 potential for @0 0060660600600 line 4 line 5 line n
max 42V
max.10 A max.10 A max.10 A 0.5A max.10 A max.10 A max.10 A
DME: max 20A
52 2x2x08 L 4x2x08 L 2x2x0.8 4x2x0,8 4x2x08 4x2x0.8 4x2x08 ) 2x2x08 4x2x08 4x2x08 4x2x0.8
vith GN/YE vith screen Ventilator button Venfilator button Ventilator button 22x08 Ventilator button Ventilator button Ventilator button
LTA-24 LTA-24 LTA-24 - LTA-24 LTA-24 LTA-24
2x2x0.8
s | =
optional INFO . . INFO
CAN Floating | LTA-24-AZ | LTA-24-AZ | LTA-24-AZ 2x2x0.8 Floating | LTA-24-AZ | LTA-24-AZ | LTA-24-AZ
contact H contact .
. . ||max. 42V, 0.5A L. L. L . . ||max. 42V, 0.5A . . .
[olc] © O [olc] [clC] “ =@ [olc] [olC] © =
)
Central button

Number of motor lines, ventilation groups, alarm line and the connectable motors, is dependent on the configuration of the central control, (application note boundaries)
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then a 4 wire cable is required
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